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ORIVATE OWNER
SRQFERTIES

GENERAL NOTES

1. ALL WORK SHALL CONFORM TO APWA DESIGN STANDARDS AND CONSTRUCTION
SPECIFICATIONS.

2. CONTRACTOR SHALL OBTAIN AND PAY FOR ALL PERMITS AND INSPECTIONS. CONDUCT
WORK IN ACCORDANCE WITH ALL APPLICABLE LOCAL, STATE AND FEDERAL LAWS AND
REGULATIONS.

3. CONTRACTOR SHALL CONTACT "BLUE STAKES” 72 HOURS PRIOR TO STARTING
CONSTRUCTION AND NOTIFY ENGINEER OF ANY POTENTIAL CONFLICTS NOT SHOWN ON THE
DRAWINGS.

4. CONTRACTOR SHALL PROVIDE EROSION AND SEDIMENT CONTROL DURING ALL
CONSTRUCTION.

5. CONTRACTOR SHALL PROVIDE DUST CONTROL DURING ALL CONSTRUCTION IN
ACCORDANCE WITH APWA AND STATE OF UTAH REQUIREMENTS.

6. CONTRACTOR SHALL LIMIT CONSTRUCTION ACTIVITIES TO THE PROJECT BOUNDARIES AND
DESIGNATED LIMITS OF DISTURBANCE UNLESS OTHERWISE PERMITTED BY THE OWNER.

7. CONTRACTOR SHALL COORDINATE WORK ACTIVITIES WITH PROJECT SCHEDULE AND
OTHER CONTRACTORS WORK ON-SITE.

8. THE PREPARER ASSUMES NO RESPONSIBILITY FOR EXISTING UTILITY LOCATIONS. THE
UTILITES SHOWN ON THESE DRAWINGS HAVE BEEN PLOTTED FROM THE BEST AVAILABLE
INFORMATION. IT IS THE CONTRACTOR’S RESPONSIBILITY TO VERIFY THE LOCATION OF ALL
UTILITIES PRIOR TO COMMENCEMENT OF ANY CONSTRUCTION.

9. CONTRACTOR SHALL POTHOLE AND VERIFY EXISTING GAS LINE DEPTHS AND LOCATIONS
PRIOR TO CONSTRUCTION.

10. CONTRACTOR SHALL COORDINATE BACKFILLING AND COMPACTION WORK WITH SOILS
TESTING FIRM AND COMPLY WITH REQUIREMENTS CONTAINED IN THE SPECIFICATIONS. ALL
EXCAVATION SHALL BE COMPACTED TO 95 PERCENT OF THE MAXIMUM DRY DENSITY AS
DETERMINED.

11.  ALL DELETERIOUS MATERIAL, SUCH AS LUMBER, LOGS, BRUSH, OR ANY OTHER
ORGANIC MATERIALS OR RUBBISH, SHALL BE DISPOSED OF AT THE CONTRACTORS
EXPENSE AND NOT PLACED IN ANY TRENCH.

12. CONTRACTOR SHALL ATTEND ALL NEW—CONSTRUCTION AND SITE COORDINATION
MEETINGS.

13. NATURAL GROUND MAY HAVE BEEN MODIFIED SINCE THESE PLANS WERE PREPARED.
CONTRACTOR SHALL REVIEW EXISTING SITE CONDITIONS AND GRADES.

14. SHOULD CONFLICTING INFORMATION BE FOUND ON THE PLANS, THE CONTRACTOR
SHALL NOTIFY THE PROJECT ENGINEER BEFORE PROCEEDING WITH THE WORK IN QUESTION.

15. CONTRACTOR SHALL RECORD AND PROVIDE A RECORD DRAWING OF WATER
IMPROVEMENT LOCATIONS, INCLUDING ANY CHANGES AND UTILITY CROSSINGS, TO THE
OWNER.

16. CONTRACTOR SHALL PROVIDE CONSTRUCTION SURVEYING AND STAKING AS NECESSARY.

17. IGES GEOTECHNICAL /GEOLOGICAL ASSESSMENT (NOVEMBER 30, 2005) REPORT WAS
USED IN DESIGN OF SLATE CANYON PIPELINE.

18. EXISTING WATER PIPELINE WILL BE OFFLINE WHILE CONSTRUCTION OCCURS. SEE
SPECIFICATIONS FOR APPROPRIATE PROCEEDURES ON DIVERTING WATER FROM SPRINGS.

19. WRITTEN EASEMENT FOR THE BONNEVILLE SHORELINE TRAIL AVAILABLE UPON REQUEST.

vy A
. FOREST SERVICE:
. PRORERTY -

i

NDEX MAP

SCALE: 1"=600

CONSTRUCTION NOTES:
WATER SYSTEM CONSTRUCTION

1. CONTRACTOR SHALL PROVIDE TEMPORARY WATER TC SITE FOR CONSTRUCTION.

2. CONTRACTOR SHALL CONSTRUCT WATER SYSTEM IN ACCORDANCE WITH APWA WATER
DISTRIBUTION AND TRANSMISSION SYSTEMS SPECIFICATIONS EXCEPT AS SPECIFICALLY
INDICATED IN THE NOTES BELOW, OR DETAILED AND APPROVED ON THE PLANS.

3. WATER LINES SHALL BE 6” HDPE DR—9 (PIPE WALL THICKNESS OF %”) EXCEPT FOR
AREAS IDENTIFIED IN PLANS. THESE AREAS SHALL BE 6" STEEL PIPE.

4. CONSTRUCT THRUST BLOCKING FOR WATER LINES IN ACCORDANCE WITH APWA
STANDARDS AND IN ACCORDANCE WITH THE PLANS.

5. PROVIDE 3 FEET COVER ON ALL WATER LINES. MAINTAIN 18—INCHES MINIMUM
SEPARATION BETWEEN WATER LINES AND OTHER UTILITIES, INCLUDING STORM DRAINS.

6. CONTRACTOR SHALL PROVIDE ALL WATER LINE FITTINGS, TEES, REDUCERS, BENDS AND
APPURTENANCES REQUIRED, SHOWN OR NOT SHOWN, AS REQUIRED TO COMPLETE ROUTING
SHOWN.

7. CONSTRUCTION TRENCHING, BACKFILLING AND COMPACTION FOR WATER LINES SHALL
BE IN ACCORDANCE WITH APWA SPECIFICATIONS.

8. PROVIDE FLUSHING, DISINFECTING AND HYDROSTATIC TESTING IN ACCORDANCE WITH
APWA SPECIFICATIONS.

9. CONTRACTOR SHALL CONSTRUCT AIR RELEASE VALVES, AIR VENTS AND OVERFLOW
STRUCTURE AT POINTS INDICATED IN THE PLANS.

10. CONTRACTOR SHALL INSTALL BLOW—OFF VALVES AT LOW POINTS IN THE WATER LINE
AS INDICATED IN THE PLANS.

11. ALL PIPE, FITTINGS AND VALVES SHALL HAVE NSF 61 CERTIFICATION.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. PIPELINE SHALL BE INSTALLED ALONG STATION ALIGNMENT AS SHOWN IN PLAN VIEW.
3. EXISITING GAS PIPELINE IS APPROXIMATE. CONTRACTOR SHALL VERIFY LOCATION.

4. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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IDENTIFIED ON THE PLANS. PlPELlNE
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WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
REPLACEMENT
3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT 5190 5190
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.
5. BLUE STAKES SHALL BE NOTFIED PRIOR TO DIGGING.
5180 5180 OWNER
5190 5190
a1 N a1 STATE HOSPITAL
BONNEVILLE
5180 5180 SHORELINE]
\ TRAIL
BONNEVILLE 5160 5160
SHORELINE
5170 TRAL 5170
36"
L 5150 / 5150
5160 35 5160
‘ / 6" HDPE PIP MARK DATE DESCRIPTION
I
ISSUE DATE: March 17, 2006
P T — 5140 5140
5150 6" HDPE-PIPE 5150 DFCM PROJECT NO. : 00144420
PROJECT NUMBER: 8DFC010100
DRAWING FILE:  u:\B0FC010100\WATRES\DHG\SHEETS\FINAL DESIGN\SHEET C—104.0%9]
\ DRAWN BY: JWH
5140 5140 5130 5130 CHECKED BY: MDC
- COPYRIGHT 2006 PSOMAS
NN
22
b5
5130 0 % 0 P P 5130 5120 5120 SHEET TITLE
PLAN
-8 PROFILE
N
CROSS SECTION A—A - 2% o
HORIZONTAL SCALE 17=10" -40 -20 0 2 40
VERTICAL SCALE 1”=10'
CALL BLUE STAKES
SHEET NUMBER
CROSS SECTION B—B oy
HORIZONTAL SCALE 1”=10" 18008024111 C_1 04
VERTICAL SCALE 1"=10 vy o
4 OF 42
3 4 5

PSOMAS

4179 Riverboat Road , Sulte 200
Salt Lok Cit. Utoh 8¢
{801) 270-5777 (801) 270-5782 (FAX)

CREATED BY: PSOMAS




B I o L

" BONNEMILLE SHORE """
(INE TRAIL

PROVO CITY
PROPERTY BOUNDARY

NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.

5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.

5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE

IDENTIFIED ON THE PLANS.
2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
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REMOVE EXPOSED PIPE AND CONCRETE ANCHORS
SEE SHEET C—301 FOR EXTENDED VIEW

@ CONTRACTOR SHALL KEEP GATE CLOSED DURING CONSTRUCTION

NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.

5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.

5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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INSTALL +12 FEET 6" HDPE PIPE. DAYLIGHT PIPE AT STREAM BANK. TURN PIPE DOWN
AND COVER END WITH STAINLESS STEEL SCREEN.
NOTES
1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.
2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.
3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.
5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION

PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.
5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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NOTES @
1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE

IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.

5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.

5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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SEE SHEET C-302 FOR LENGTH AND EXTENDED VIEW
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE PROJECT TITLE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION DRAWING KEY
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION ey =
PROCEDURES. NTS

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT

4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.

5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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REMOVE EXPOSED PIPE
SEE SHEET C—302 FOR LENGTH AND EXTENDED VIEW

NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.

5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE

IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION

PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.
5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE

IDENTIFIED ON THE PLANS. PROJECT TITLE
2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION

WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN. DRAWlNG KEY
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.

5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.

5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT

4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.
5. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
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NOTES
EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
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2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION

WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION

PROCEDURES.
3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE 1S NOT SHOWN IN PLANS, LOCATION 1S UNKNOWN.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.
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REMOVE JUNCTION BOX, CLAMP ENDS
SEE SHEET C—303 FOR EXTENDED VIEW

NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE

IDENTIFIED ON THE PLANS.
2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION

WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION

PROCEDURES.
3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.
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BOARDMAN: SPRING. 2A
Al SEE:DETAIL.
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@ CAP AND ABANDON EXIST BURIED WATERLINE

NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.
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NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.
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2’ x 10" ROCK SLOPE PROTECTION BELOW PIPE.

NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION

PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT

4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.
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7200

W
SEE "DETAIL,

ETERY

P

@ CAP AND ABANDON EXIST BURIED WATERLINE

REMOVE JUNCTION BOX
SEE SHEET C—303 FOR EXTENDED VIEW

NOTES

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
IDENTIFIED ON THE PLANS.

2. NEW PIPELINE SHALL BE PLACED WITHIN EASMENT/CONSTRUCTION LIMITS. EXACT LOCATION
WITHIN THE EASEMENT/CONSTRUCTION LIMITS CAN VARY TO OPTIMIZE INSTALLATION
PROCEDURES.

3. CONSTRUCTION LIMITS SHALL BE 5 FEET FROM EITHER SIDE OF THE STATIONED ALIGNMENT
4. WHEN EXISTING PIPE IS NOT SHOWN IN PLANS, LOCATION IS UNKNOWN.

“-GTA.28454
o AR -RELEASE. YALVE~
. SEE_DETAIL

g

@ JUETION BOX

EXISTING

oW

B

ETER VAULT
SEETDETALL-

30_ — o] 30 6.0

SCALE OF FEET
HORIZONTAL SCALE 1"=30"
VERTICAL SCALE 1"=15

DRAWING KEY
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NOTES

1 2
4179 Riverboot Rood , Suite 200
Salt Loke City, Utap 8¢
{801) 270-5777 (801) 270-5782 (FAX)
OVERFLOW PIPE
FLOW METER
VAULT INSTALL DUCTILE IRON

50"
MIN

\EXlST PIPE .

EXIST VALVE
CONTRACTOR
TO VERIFY
VALVE SIZE

CAP AND ABANDON
EXIST PIPE

EXIST SPRING
COLLECTION BOX

INSTALL DUCTILE IRON
FLANGED REDUCER TO R
FIT EXIST VALVE AND 6
DI PIPE

1. GRADE AROUND EXISTING SPRING COLLECTION BOX
SO THAT WATER FLOWS AWAY FROM BOX.
2. CONTRACTOR SHALL LOCATE EXISTING VALVE BEFORE CONSTRUCTION

PIPE CONNECTION DETAIL
BOARDMAN SPRING 2A STATION 17+61

N.T.S.

NOTES

1. GRADE AROUND EXISTING SPRING COLLECTION BOX
SO THAT WATER FLOWS AWAY FROM BOX

FLANGED REDUCER TO
FIT EXIST VALVE AND 8"
DI PIPE

EXIST FIPE
5 _g"
MIN
EXIST VALVE
CONTRACTOR TO VERIFY
VALVE SIZE EXIST SPRING

FLOW METER
VAULT COLLECTION BOX

2. CONTRACTOR SHALL LOCATE EXISTING VALVE BEFORE CONSTRUCTION

PIPE CONNECTION DETAIL
BOARDMAN SPRING 2 STATION 21405/ 2

N.T.S. —129,
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NOTES

1. GRADE AROUND EXISTING SPRING COLLECTION BOX
SO THAT WATER FLOWS AWAY FROM BOX.
2. CONTRACTOR SHALL LOCATE EXISTING VALVE BEFORE CONSTRUCTION

EXIST SPRING

/ COLLECTION BOX

EXIST PIPE

INSTALL DUCTILE IRON
FLANGED REDUCER TO FIT
EXIST VALVE AND 8” DI
PIPE

EXIST 4" DIP S
CAP AND ABANDON\ . EXiST vaLve (1
. TO VERIFY w
VALVE SIZE

PIPE CONNECTION DETAIL
BOARDMAN SPRING 1 STATION 26+80/ 5

N.T.S. —132,

CONTRACTOR TO VERIFY

INSTALL DUCTILE IRON
FLANGED REDUCER TO

FIT EXIST VALVE

FLOW METER
VAULT

EXIST SPRING
; ,/coLLECT\ON BOX

EXIST VALVE

VALVE SIZE

AND 6" EXIST PIPE

DI PIPE

5 _o"

NOTES

1. GRADE AROUND EXISTING SPRING COLLECTION BOX
SO THAT WATER FLOWS AWAY FROM BOX.
2. CONTRACTOR SHALL LOCATE EXISTING VALVE BEFORE CONSTRUCTION

PIPE CONNECTION DETAIL
BOARDMAN SPRING 3 STATION 32+50/ %))

N.T.S. W

WATER
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REPLACEMENT
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BEARING SURFACE-

T-BOLT

PIPE
ANCHOR BOLTS AND STRAPS STIFFENER

|—— BUTT FUSION TEE

MECHANICAL JOINT ADAPTER

THRUST BLOCK

6" DIA

MUELLER A—2360 MJ X MJ
GATE VALVE OR EQUIVALENT

EXTENDED T-BOLT
MECHANICAL JOINT-
ADAPTER \ _

[™~~—~LocaTor PiPE

2" GALV PIPE

P\
AN
3'¢ CONCRETE
RING

VALVE BOX
D&L M—8040 OR EQUIVALENT

MUELLER A—2360 MJ X MJ
GATE VALVE OR EQUIVALENT

BUTT FUSION

1O

*NOTE:

CONCRETE FOR VALVE
TO BE PLACED 15" MIN.
NO HIGHER THAN TOP

OF PIPE ‘

11 IA
PIPE STIFFENER

4" DIA ANCHOR BOLTS

—

™ N N
SRR YL
7\ N
SLOPE TRENCH WALLS AS |; \/ . /\\
REQUIRED FOR SAFETY, OR / 36" MIN /\
PROVIDE TRENCH STABILIZATION \// \\
\/ 9" [ §
iz N 1'-0" MIN.
g | | /\\
6" HDPE PIPE -
e <
// )
¢ S
2 2
N N 6" MIN.
% N
N /\ 1"—0" MIN.
% N
/\\ ¥

NS AN ANNINY

y

NOTE:
ONSITE SOILS ARE GENERALLY SUITABLE FOR USE AS
BACKFILL (SEE IGES NOV 03, 2005 GEOTECHNICAL REPORT).

ONSITE MATRIAL FOR USE AS BACKFILL SHOULD CONTAIN NO ]

PARTICLES GREATER THAN 6 INCHES IN SIZE.

BACKFILL ABOVE PIPE ZONE W/NATIVE FILL
COMPACTED TO A MINIMUM SOIL DENSITY
OF 85% STANDARD PROCTER

PIPE ZONE AND INITIAL BACKFILL —

3/4" ANGULAR CRAVEL WITH CONSOLIDATION
EFFORTS IN THE PIPE HAUNCH AREAS AT 6 INCH
MAXIMUM LIFTS.

" PIPE BEDDING —

3/4" ANGULAR GRAVEL.

~*——————— FOUNDATION MATERIAL —

IF UNSUITABLE FOUNDATION IS ENCOUNTERED
THE ENGINEER SHALL DETERMINE THE DEPTH
OF MATERIAL TO BE REMOVED AND THE SIZE
OF IMPORT FOUNDATION MATERIAL TO BE

PSOMAS

4179 Riverboot Road , Suite 200

Solt Lake Cit
{801) 270-5

, Utch 84
7 (801) 270-5782 (FAX)
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12° MIN. INSTALLED.
-
HDPE PIPE BEDDING DETAIL
N.T.S.
W@ BLOW—OFF VALVE SECTION.
N.T.S. v
*NOTE:

+6 FEET

STAINLESS STEEL SCREEN TO BE
PLACED ON END OF
END SHALL BE A MIN OF 12°
ABOVE FINISH GRADE.

ROCK SLOPE PROTECTION
6"—12" ROCKS
4'x2" AREA

PIPE

D

2° IPS THREADED/

GALVANIZED PIPE

Z \ ROMAC101N—H SADDLE

WTH 2" I.P. OR EQUAL

N.

AIR VENT DETAIL@
T.5.

1. ALL FITTINGS SHALL BE BRASS.

2. ALL 1" PIPE SHALL BE GALV STEEL.
3. AR VALVE SHALL BE WRAPPED WITH
FIBER—GLASS INSULATION.

4. VALVE BOX LID SHALL BE LOCKABLE

MIN

+1% SLOPE

- 0

13"x 24"
CHRISTYCONCRETE
FL30

VALVE BOX OR
EQUIVALENT
VAL-MATIC 201C

COMBINATION AIR

VALVE OR EQUAL

DRAIN VALVE

1" SHUT OFF BALL
VALVE

- _— 3/4" GRAVEL

T ROMAC 101N-H SADDLE WITH
1" I.LP. OR EQUAL

AIR RELEASE VALVE DETAI‘
N.T.S. \—_/

WATER
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REPLACEMENT
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STATE HOSPITAL
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CONCRETE VAULT \

S =N S

6” HDPE PIPE
W/MJ ADAPTER

6" DI 90" BEND

6”X 4” DI 90"

—————
DOWNSTREAM

24"x24" VAULT DOOR

3L x 3W x 6D

—| " TYP

’<—3—0 — -]

— 4" FLOW METER

36" MIN

6” DIP

BEND

FLOOR DRAIN-—" " 1T

6" AGG BASE /

6" DI 90" BEND

6"x4” DI 90" BEND

[-—— 2" MIN

FLOW METER VAULT DETAIL 1

NOTES
1. CONCRETE VAULT SHALL BE PRECAST CONCRETE OR CAST IN PLACE.
CAST IN PLACE SHALL BE CONSTRUCTED AS FOLLOWS:
WALLS— VERTICAL BARS SHALL BE #4 BARS @ 12" CENTERS
HORIZONTAL BARS SHALL BE #4 BARS @ 18" CENTERS

FLOOR— #5 BARS @ 18" CENTERS BOTH WAYS
LID— #5 BARS @ 12" CENTERS BOTH WAYS

CLEAR COVER FOR STEEL SHALL BE 2” FOR WALLS AND TOP SLAB. BOTTOM SLAB SHALL BE 3"
Fe = 4000 PSI
THICKNESS OF CONCRETE SHALL BE 6 INCHES.

2. FLOW METER SHALL BE WATER SPECIALTIES 150 PS| FLANGED TUBE METER WITH SEALED

METER MECHANISM—MAGNETIC DRIVE OR EQUAL. INDICATOR SHALL BE A MECHANICAL INDICATOR AND
TOTAUZER. VALVES, FITTINGS OR OTHER OBSTRUCTIONS SHALL BE A

MINIMUM OF 5 PIPE DIAMETERS UPSTREAM AND 1 PIPE DIAMETER DOWNSTREAM OR

AS PER THE MANUFACTURERS RECOMMENDATIONS.

3. GROUT PIPE PENETRATIONS AND COAT WITH MASTIC.

4. ALL PIPE AND FITTINGS FROM THE EXISTING SPRING BOX TO THE

FLOW METER SHALL BE DUCTILE IRON PIPE. FITTINGS SHALL BE FASTITE FITTINGS OR EQUAL.
FITTINGS DOWNSTREAM OF FLOWMETER SHALL BE DUCTILE IRON UNTIL THE HDPE PIPE WITH
THE MECHANICAL JOINT ADAPTER.

5. DUCTILE IRON PIPE SHALL BE CEMENT LINED.

6. DUCTILE IRON PIPE THAT IS BURIED SHALL BE ENCASED WITH POLYETHYLENE
FOR PROTECTION AGAINST EXTERNAL CORROSION.

7. VAULT ACCESS DOOR SHALL BE 24" X 24" OPENING MADE FROM COR—TEN OR HOT DIP GALVANIZED.
DOOR SHALL HAVE A LOCKING MECHANISM. CONTRACTOR TO PROVIDE LOCKS.

N.T.S. C—-20
5'-3" 5-3
/ EXIST VAULT

6" HDPE EXIST 2"

PIPE GATE VALVE
. 4" MIN 20" MIN .
6" x 4 (1 PIPE DIA) (5 PIPE DIA) /— EXIST 5 1/2

REDUCER ABANDON TO 4" ADAPTER
i EXIST PIPE

r il
\; 4" GATE /
4" GATE VALVE

VALVE 47 FLOW
METER
PLAN VIEW

EXIST

MATCH EXIST
PIPE INV

CONNECT TO
EXIST 5 1/2" PIPE

VAULT \

N.T.S.

—-10

6" x 4"

REDUCER

\ EXIST VAULT

MODIFIED WATER METER AT TANK m

THRUST BLOCK

\/ 1ﬂEHEHEH\f

53"

3 MIN

6" DI 90"
BEND

6"X4" DI 90"
BEND

&9 ﬂ_’r-—g—. i YAl
) | I [
I i 1=

6”X4" DI 90"
BEND

EXISTING AGG BASE /

MODIFIED WATER METER AT

N.T.S.

NEW 8"
HDPE PIPE
W/MJ ADAPTER

T~ REM

4 x GATE VALVE
EXIST FLOW
METER
PLAN VIEW
EXIST WATER METER AT TANK

N.T.S.

NOTES

1. FLOW METER SHALL BE WATER SPECIALTIES 150 PSI FLANGED TUBE METER WITH SEALED

METER MECHANISM—MAGNETIC DRIVE OR EQUAL IF THE EXISTING FLOW METER IS DETERMINED

BY OWNER TO BE UNACCEPTABLE. VALVES, FITTINGS OR OTHER OBSTRUCTIONS SHOULD BE A

MINIMUM OF 5 PIPE DIAMETERS UPSTREAM AND 1 PIPE DIAMETER DOWNSTREAM FOR WATER SPECIALTIES

OVE
VALVES/FITTINGS

MIN 30"
MAX 45°

BEARING
SURFACE

TYPICAL SECTION
OF THRUST BLOCK

CONCRETE
BLOCK (TYP.)

BEARING
SURFACE

HORIZONTAL BEND

THRUST BLOCK
BEARING ARFAS — S.F.
MAIN] -4 o0 | 45° [22.5%1.25
SIZE BENDBENG BENDBEN]
1414 | 4 [ 32
6" 4 | 4 | 4 | 3 | 2
8 5 |7 | 432
1007 9 | 12| 6 | 4 | 3
270 12| 16] 9 | 6 | 3

*INCLUDES TEES, PLUGS, CAPS,
HYDRANTS & VALVES,
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WATER
PIPELINE
REPLACEMENT

OWNER

STATE HOSPITAL

FLOW METER. REFER TO MANUFACTURER RECOMMENDATIONS FOR SPACING IF EXITING FLOW METER IS USED.

2. EXISTING GATE VALVES MAY BE USED WITH OWNER APPROVAL. IF NEW VALVE(S) ARE REQUIRED,
CONTRACTOR SHALL INSTALL 4" BUTTERFLY VALVE THAT SHALL BE RATED FOR 150 PSI.

3. GROUT PIPE PENETRATIONS AND COAT WITH MASTIC.
4. DUCTILE IRON PIPE SHALL BE CEMENT LINED.

5. DUCTILE IRON PIPE THAT IS BURIED SHALL BE ENCASED WITH POLYETHYLENE
FOR PROTECTION AGAINST EXTERNAL CORROSION.

6. ADJUST EXISTING PIPE JACKSTAND(S) TO SUPPORT NEW PIPING.
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1 2 3 4 5
12"-18" Compacted o .
Native Earth Existing Trail Ground
Existing Trail Elevation Creek bed rocks and gravel to be ‘\ 2'-0Q" P s o M A s
to be Restored to Original Grade, stockpiled during excavation Back fil Trench CREEK BED 4179 Riverboat Road , Suite 200
gnd replaced after trenching with Native Material GRAVEL Salt Loke Cit%Utnh B4
B is complete. Contractor to (801) 270-5777 (801) 270-5782 (FAX)
keep soil, fines, and larger
cobbles separate during TRENCH SHALL
, excavation /stockpiling. BE CONSTRUCTED
4’ deep PER DETAIL 2/C—202 [0
R CREATED BY: PSOMAS
STREAM CROSSING SECTION A
N.T.S. -
\\
N
N _
——— Future Buried Waterline NOTE:
A ONSITE SOILS ARE GENERALLY SUITABLE FOR USE AS
BACKFILL (SEE IGES NOV 03, 2005 GEOTECHNICAL REPORT).
T T N T oo RRREIR e s e
STREAM CROSSING DETAIL [ NG RGGD : PROJECT NAME
N.T.S. - v AN
Existing Trail U D
SLOPE TRENCH WALLS AS \/ . /\\
REQUIRED FOR SAFETY, OR / BACKFILL ABOVE PIPE ZONE W/NATIVE FILL SLATE CANYON
PROVIDE TRENCH STABILIZATICN COMPACTED TO A MINIMUM SOIL DENSITY
OF 85% STANDARD PROCTER N PROVO, UTAH
—
" PIPE ZONE —
___— Existing Stream bed 6" STEEL PIPE SELECT MATERIAL COMPACTED TO A MINIMUM SOIL DENSITY PROJECT TITLE
) Tt /OF B85% STANDARD PROCTOR. SELECT MATERIAL MAY BE
4 deep tranch N Nl _ NATIVE SOIL THAT IS FREE FROM ROCKS AND FOREIGN
- » MATERIAL.
5" MIN
Tt o PIPE BEDDING — WATER
_ 3/4" ANGULAR GRAVEL. PlPELlNE
STEEL PIPE BEDDING DETA\m REPLACEMENT
N.T.S. -
STREAM_CROSSING ISOMETRIQ 2 ) ‘
NTS = ﬂ OWNER
36”x36” VAULT DOOR
VAULT DOOR | /
d FINISH B
GRADE
—
8" HDPE PIPE
/ | 6" HDPE
PRECAST OVERFLOW PIPE
E) = (; CONCRETE BOX
3I'x3'x4 MARK DATE DESCRIPTION
fa Al : :
kal GROUT AROUND PIPE ISSUE DATE: March 17, 2006
N 4 }
E 8" TYP 6" HDPE PIPE DFCM PROJECT NO. : 00144420
PROJECT NUMBER: 8DFC010100
DRAWING FILE: . \grcoi0100\iaTRES\PWG\SHEETS\FINAL DESIGN\SHEET C-204.005
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%) COPYRIGHT 2006 PSOMAS
6” HDPE OVERFLOW PIPE .
/_ 6" HDPE PIPE
SHEET TITLE
NOTES
GENERAL
1. VAULT ACCESS DOOR SHALL BE 36" X 36" MADE FROM %4’ e A DETAILS
COR—TEN OR /" HOT DIP GALVANIZED STEEL AND SHALL MEET T e e ;
DDW STANDARDS.
2. DOOR SHALL HAVE A LOCKING MECHANISM. CONTRACTOR TO SLS’EGGREGATE
PROVIDE LOCKS.
O SHEET NUMBER
OVERFLOW BOX DETAIL /2 OVERFLOW BOX SECTION A C'204
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NOTE:

Use existing rock where possible.

Boulder size to vary from min.
12"-36". Placement of boulders

CREATED BY: PSOMAS

shall mix sizes. Smaller 4"
minus to fill voids inbetween
boulders.

Remove unstable rocks & debris
from hillside and apply native
seed with coconut erosion
control blanket.

Compact using native fill
from trenching spoils or
approved imported soil.

EXISTING 5 1/2"
CULINARY EXPOSED PIPE

Fill and vibrate voids
with fine sands & gravel.

BURIED PIPE

> i i AN i Notive backfill materiol
o SUDE AREA |WASHED OUT TRAL | ! MANTAIN AND DEFINE
STREAM ‘ ‘ | STREAM CHANNEL
CHANNEL * APPROX. [N
| e e e | PROJECT NAME
10— 1
£

b
4’ deep trench “

f

EXISTING CONDITIONS /7 PROPOSED CONDITIONS /2 N Sap vt 2/c- 202 SLATE CANYON
NTS NS NTS NG ¢ PROVO, UTAH

TYPICAL TRAIL TRENCHING /"3

NTS NS

PROJECT TITLE

WATER
i PIPELINE
REPLACEMENT

Fill with fine gravels &
sand. To be vibrated
in ploce

OWNER

0.75-1.5

INCHES

\ COCONUT EROSION
FLAT TOP END BLANKET

\ LATERAL BUD

12—24" boulders Willow Cuttings
/ (Sea specifications for

installation)

Note: Coconut erosion
control blanket and
notive seed to be

applied atop all

ANCHOR IN 12°X12" MIN. TRENCH STATE HOSPlTAL

Wooden Stakes
AND STAPLE AT 12" INTERVALS B

12" Coir Logs™

24-36" bouldersﬁ

restored surfaces. apecHfications for: Inatal 3—4
4, IDEAL_GROUNDWATER
— / ELEVATION
4—8" of 610" existi =
¥ A_§" fill area — existing 45 DEGREE TAPERED "
10" approx. 4-6 to restore stream channel ] ~— " BUTTEND MIN. 247 OVERLAP

stream bonk
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STREAM RESTORATION DETAILm NTS
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SLOPES THAT ARE AND NATIVE SEED ON SIDE COR LOG STAKES SERVICE - COPYRIGHT 2006 PSOMAS
TEMPORARY DISTURBED BY AND STAPLE AT 12°
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LINE
Soe SHEET TITLE
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N ;
' ‘ l-VARIES
i TEMPORARY
CONSTRUCTION EROSION CONTROL BLANKET /é\
NTS =/ SHEET NUMBER
WOODEN STAKE EA

BONNEVILLE SHORELINE TRALL /5™ NTS =/ C 2 05
NTS =/ -

a7 OF 42




ity Utah 84123
7 (B01) 270-5782 (FAX)
CREATED BY: PSOMAS

Salt Lake Ci
{01) 270-5

PSOMAS

4179 Riverboot Road , Suite 200

PROJECT NAME

SLATE CANYON

PROVO, UTAH
PROJECT TITLE

WATER
PIPELINE
REPLACEMENT

DESCRIPTION

DATE
March 17, 2006

STATE HOSPITAL

MARK
ISSUE DATE

00144420

8DFC010100

U: | BDFCOIDTOO\WATRES' DHGA SHEETS\FHAL DESIGH\SHEET C-301.0

DFCM PROJECT NO.
PROJECT NUMBER:
DRAWING FILE:
DRAWN BY:

JWH
MDC

SHEET TITLE
DEMOLITION
SHEET NUMBER

COPYRIGHT 2006 PSOMAS

CHECKED BY:

C-301

o

i

i

Hom o wl

.

.

-

-

.

.
.

S

-

-

i

.

e

-
.

REMOVE +30 FEET
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REMOVE :CONCRETE
ANCHOR STRUCTURES

-
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e
. v

STA 54400

REMOVE 250 FEET
EXPOSED STEEL PIPE

.

-

300 600
SCALE OF FEET

HORIZONTAL SCALE 1

300

1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE

IDENTIFIED ON THE PLANS.

2.

300

FINAL DECISION FOR REMOVAL SHALL BE

PIPE REMOVAL LENGTHS ARE APPROXIMATE.
DETERMINED BY OWNER, CONTRACTOR AND US FOREST SERVICE DURING PRELIMINARY

WALKTHROUGH.

EXISTING EXPOSED PIPE

LEGEND
T = EXISTING TRAIL
m — EXISTING BURIED PIPE
@@ TREES AND UNDERGROWTH

D+ap

i

—+— CENTERLINE OF PIPE

— o —

4. AREAS WHERE PIPE TO BE REMOVED, CONTRACTOR SHALL BACKFILL WHERE NECESSARY
AND GRADE AREA TO EXISTING CONDITIONS WITH NATIVE SOIL AND THEN APPLY APPROVED

3. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.
SEED.

2
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1. EXISTING WATERLINE SHALL BE REMOVED WHEN ENCOUNTERED IN TRENCH AND WHERE
SEED.

IDENTIFIED ON THE PLANS.
DETERMINED BY OWNER, CONTRACTOR AND US FOREST SERVICE DURING PRELIMINARY

WALKTHROUGH.
3. BLUE STAKES SHALL BE NOTIFIED PRIOR TO DIGGING.

2. PIPE REMOVAL LENGTHS ARE APPROXIMATE.

NOTES

f

et e
e
e

i
o
: el
e oten e

S
B

-

o

Le.
&
L
-k
Lt
=
n

-

REMOVE: £75 FEET

EXPO!

FuchitE s e : o
o s 2 0 e
S e Gotod

ot 3

- <

s

CEaa .
L

SeLinI L
e e

: -

. e
e s
COE e - Lie v
B e e e
e et S - aEa o G
Sl . o et
L S e e
7 e )
S s ’

-

-
o

.
P

.

o

s
.

.
A 112400112450

e o Do : St
e S 4 : e
SR e ! . e

.

G e e X -
e e L 3 ¢ > o .
G e & ¢ < s ? % \ B =
: - < -
- e KooK e % gErE
... ... : : . Wl

. . . ¢ .

.

i S 9 =
o e o e

i
o A

Sl
G
e

-
.
-

.
-

.

ST e
e e
St e g B e
L 2 e & GgmimnaT .

. .

.
-

-

-
-
-

.
e
Mo e
R
e

.

-

o

-
.

.

=

e

-

-

.Z.w

-

Kot

.
X S ; ‘ i 5 x X

S Bl f - . . X . i e
bl ¢ - .
.

-
:
-

-

FEET.

EXPOSED STEEL PIPE

10425

s
-

20

09

-

9
REMOVE +95

e

7425

-

FEET
PIPE

.
.

-

-
.

; i.::;:u_fa
D smza%

TR ey
el

-

-
e

Gl

oo

G
S

107

REMOVE

EXPOSE

BTA

i

.
o
.

+280 FEET

1

STA 90430101475

REM
- EXPOSED STEEL: PIPE =

WASHOUT: AREA

.

e
S et

- e .

2




2
SO Q@ 2T 0
s de8szo
m S ¢S5 E
=5
—l 5 8¢
< = — = g8
[«
=z Q0
- g @) = = 2 :
Ll - E &
g z w > z w o o £ 3 5|0 «
= = S @D w
o ? = = = =Z= (7s) ol |g H o =z @
2 o = Ll 14 2l [ s =
g8 B < > E =L AL 2 g [|Ele
8 B e 5 3 5 [ g ol & 2 g ||EIE 20D
8. n Q (e L Q z N S = el =t
=RR a & > a < 3 | : g b= ikl .1
"3z B 9 o 9 o <C w |28 @ 2 g ||E|=
8 s x g 4 — _1] LUl HRE LR g || &la w
3= i o i o o oo — REIE R & =] w €
1. [ ol = 5 8
el (3] w2 =i .- m
525 LL — HAEREE
£61 [dp] oz o ]
IS w AR
22K Ul=2220
=] 2 =
ey 2|2 8281
x5 2Q0a 500
TRE = a
o o = -
= .
.
- B -
e L T
- .ﬁamwwv . . o E
- =7 1w
- | w o g
. w oo & %
L T L &
- k=] o w Y
. a =]
. Q L o 9
_ o] = W o Z
. o T @9 ¢ g 5
— ¥ S =
g b+ F Y @ a
By g o 37 o o <
53 Z 2 EZE .
] Wl o = @ o b
> x >
SE Lol
o K Il s [
9 o
S Il E B
<} 1 [
o
o
53
- -
.
i . -
-
. - .
. .
. - - Mwm
- - - -
=
. o
= M .
s : -
= o
unmm = b m
. - . 22 w B x>
- - . =m & & g
. i
oo - I o> ‘o
z2 22 gd
= ol
a9 o nz =z
= Z 1= 5
S5 < z5 wa
= T« =W o
ox <
el Q Xa S
T S Z o =5
- g &g 48
43 [
- . z O3 X
- s k@ g2
: 5 a <%
. 2 Z <
. o [ o
| L s £ 52 =2
- - grbad g 2> J9
- . . - . or
. . . . =z <a
- ¢ . - o]
- - e e - S Am =
- - . - . o ;Y
[ . . o - s
L . . v - Qo = =
- - e T - n ZxE
] . . SN - Z 2 ©ox
. . e tx aob=z
| - S ) il =0 &% T
e - -1
. e S £ po eES
7 § 3o 85g
. o - : £ =g &%
. o 3 8= zg48
e s e S 2, ofE
. . oy e ¥ 26 032
| en x aP §oz
. - E=0
A e w <O
i wo
Sy - L X & v RRE 0 < E
.. S s e - .m.: - BE 2 H g
e ‘0 : e A YY) W
e s el G e T e YIS Zex
e S £ Rt e 5 o X -
s e e - s <o 4,4
GER el el e ) o . SO WEZG Jw
GO e T e Seie i ZrZ e
e SRRESMETNL e S e ) Z0ijz o
2 e e ot Wi o &y 34 gk
o Pl e e ) ey i Z Ho
BEes S e s GO e i e EL &
o) e L e e e i e [ w S
ey SRRl i o it R a e e EFEZ n
e S s o . S e LFE> Her
e S e o ek e prdw®
e G = o - =z0 I
e & e ¢ ¢ Pl e e L e el - o O
el SR iandd s . S . Zo =
ey SO R S N e B e - DEF W
O eated Do EnS SEE R Mo 5 QoUW a
e R e Z0e3Q0 .,
g N . 4 z <
S g SRl . =&,
s e . e B o tinn ;. % Tw=ET o
ol Ly e CeS L %} S
it g St S W SEoExtIa :
o g SOIOE e <xELEY
L s e s S e e = T a0
o Soios . N e e ez = [=]m)
. S o b 9 F uE. =zl
L - o L Zl ~edAaEMSECO

s
-
o

-

o
-
-

o
C
.

i

e
S

Wi

e

.
o
L
s

-

.

-

o
K
A
1
o
o
e

-
-

o
e
e
s
Coe
i
o o
cooon

.
.

.

St
.
o
o
i
o

%,
o
e

ok

7

o

o

o
ot

o

N
RSO0
Lo
I
s
e
e

S
-

e@“&«* .
o
oo
o
.
e

'
o
- )
o

e
e
o
.

.

-
&

.

-
.
-

-

o
-

-

-

-

L
-
e
-
-

o

.

.
-
o

-
-

£
L
-
-
X
o

=
S
e

R,
e
et S i
- e
Nee e
e Boncss
e
S e

evich

: %
A
ol

S
o

o
&

-
-

he
-

¢

ol

o

-

=
-

L S S
o o . X X

o,
<
o
<
o
o

o
oo
e
5
6008
<

<
-
o

2
o
o

.

-

.
o
-

-

S
:
-
.

%
.
-
b

o
.
.
o
S
o
N
e
e
<
-
e
et
o

-
.
-
-
-
-
.
.
.
o
o
fs
<
o
-
o

.
.

-

-
L
.
.
St
-
-
.
.
o
.
-
S
>
%
&
2
-

o

&
O

.

O
O

&

&

e
-
o
-
.
-
-
-
-
.
o
S
S
-
e
o
o

.
-
e
.
.
-
.
.
.
B
o
o
o
o
o
*‘i‘"
>

.

.
-
-
e
<
£
o
e
e
N
o
o
-
o
o

X
-
X
-
-
=

-
drres
.

L
s

.
.

-
-

.
.

o
S

s
S

SO
o
.
e
B
S
o
o

St

%
-

=
i
.
-
o
-
e
S
S
e
S
SO
et
&
n)

e

-
o
o
S
et

-
e

o
o
o

S

SO
el
o

~
CRne

-

-

o

-

o
e

St
s
-

.
-

-

o
S
.

S
MOVE CONCRETE

.
<

~
-

o

-
oo
-
-
-
-

o
o
il

(KEEF IN SERVICE UNTIL

WATER LINE IS INSTALLE]

oo
eeie i i

o
STA 1BB+00

SOOBEl G -
e

.
A R
e

)

JUNCTION: BOX

RES

-

-
.

+BO

17!

-

9

-

NC|

~ REMOVE CO

>

S
s
Coean

o
e &
o
g
T

-

e

S
o

o

-

.

.
-

.

-

-
e
9
R
-

i

o
-
Ol

-
-

-

-

-
-

-

TE:
. BOX.
L

LINE 1§

JUNC

(KEEP IN SERVIC

NEW WATER

-
e
-
£ iy
L
.
o
s e
.

.
-

L
R 3
A

SR
-

S
L

o
.

-
ah
o

o

b
-
RN
-

tere

e

o
.
.
e
e

Bx

L
-

o
.

.
.
.

s
Ao

.

.
=
-
:c
e

o

o

o
e

<
:
<

o

o
Lo

e

o

.

Lol
ot
SOss
e

e
S

L

X
.
%

STA 170445-170+75
REMOVE 450 FEET
EXPOSED SIFEL PIPE

X

.

e
-
N

or

2K
-
o

-

g
.
ST

.

.

SO
o
S
Loo s
e
L
o

L
0

-

Ei it

%8
A
e

i

e

-

N

.
et

i

-

.

-
e
o

.
i

e

o

o

.

i

NG
N

=

.

-
.

.

-
e

-

L

e o
el o o

e

s

-

T




NOTES

1. CONTRACTOR SHALL MINIMIZE DISTURBANCE IN PROPOSED TURN AROCUND AREAS.

2. TURN AROUND AREAS SHALL BE RESTORED TO PRECONSTRUCTION CONDITION.

3. ADDITIONAL TURN ARCUND AREAS MAY BE PROPOSED BY THE CONTRACTOR TO THE
ENGINEER FOR APPROVAL.
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